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SHEET NOTES:

1/2" A100, 1/2" CO2, 3/4" PV AND 1/2" N2 DOWN TO CEILING TURRETS.

REPLACE DEMOLISHED PIPE SEGMENT AND RE-LOOP EXISTING 2" DI.

COMPRESSED AIR BUFFER. SEE DETAIL 2/110-G16077164-P05-001.

1/2"N2 DN IN WALL TO WALL-MOUNTED GAS OUTLET.
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650 California Street  17th Floor

San Francisco, CA  94108

Tel: 415-398-1600

Fax: 415-398-1606

www.flad.com

UNLESS OTHERWISE SPECIFIED ON THIS SHEET, SEE ARCHITECTURAL

A02 FLOOR PLANS, A05 INTERIOR ELEVATIONS, AND A06 REFLECTED

CEILING PLANS FOR DIMENSIONS AND NOTES TO SELECTIVELY

LOCATE CEILING VENT, PIPE, AND SIMILAR PENETRATIONS FOR

CEILING, WALL, AND OTHER PLUMBING FIXTURES, PIPING, AND

DEVICES. SEE ALSO ARCHITECTURAL DRAWINGS FOR DESCRIPTIONS

FOR TRIM PLATES, ESCUTCHEONS, AND SIMILAR ARCHITECTURAL

TREATMENT OF PLUMBING COMPONENTS AND DEVICES. WHERE

CONFLICTS WITH OTHER NEW OR EXISTING ARCHITECTURAL,

STRUCTURAL, ELECTRICAL, MECHANICAL, PLUMBING, OR SYSTEMS

INFRASTRUCTURE IS ENCOUNTERED IN THE FIELD | DURING

INSTALLATION, DO NOT DEVIATE FROM ARCHITECT'S SPECIFIED

DIMENSIONS; CONTACT GENERAL CONTRACTOR AND ARCHITECT TO

RESOLVE CONFLICTS PRIOR TO COMPLETING THE INSTALLATION.
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GENERAL NOTES:
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